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           REQUEST FOR CLARIFICATION  a3  

                  JIM WARING          8-4-25 

                 Oroville, CA 

                 Phone: +1 530-693-0664 

RE: Anchor Bolt Substitution Notification  

Project: JIM WARING 

Dear Building Inspector/Plan Review StaƯ, 

I am writing to notify the building department of a construction method substitution for the 
above-referenced project regarding anchor bolt installation on the interior of the slab. 

Proposed Substitution: In lieu of wet-setting anchor bolts on the interior of the slab as 
shown in the original plans, we will be using Simpson Strong-Tie Titan HD anchors, Model 
THD50800WH. 

Justification for Substitution: This substitution provides equivalent or superior structural 
performance while oƯering improved installation flexibility and reliability. The Simpson 
Strong-Tie Titan HD anchors are engineered post-installed anchors that meet or exceed the 
load requirements of the originally specified wet-set anchor bolts. Additionally, this 
method provides a much easier application for both concrete crews and framers, 
eliminating the coordination challenges and potential placement issues associated with 
wet-setting anchor bolts during the concrete pour. 

Product Specifications: 

 Model: Simpson Strong-Tie Titan HD - THD50800WH 

 Installation: Post-installed into hardened concrete 

 Compliance: Meets ICC-ES evaluation standards and applicable building codes 

Action Requested: Please acknowledge acceptance of this anchor bolt substitution for 
the interior slab connections. The Simpson Strong-Tie Titan HD anchors will provide the 
required structural capacity and meet all applicable code requirements for this 
application. 

Sincerely, 

Scott Lunsford  

530-434-4516 


